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Homogenous Area |Sample Number [Sample Description Locations Results
FTO1 20-3-2-01 Dark Tan with Dark Brown FT / Black Mastic RM 2063A 3% CH-tile, 2% CH-mastic
20-3-2-02 RM 2070 3% CH-tile, 2% CH-mastic
20-3-2-03 Workroom 2065 3% CH-tile, 2% CH-mastic
FT02 20-3-2-04 Dark Brown FT / Black Mastic Hall @ RM 2057 3% CH
20-3-2-05 Hall @ RM 2046 5% CH
20-3-2-06 Hall @ Elevators 3% CH-tile
FTO03 20-3-2-07 Tan with Brown Fleck FT / Black Mastic RM 2060, Behind Northeast Door 2% CH-tile, 3% CH-mastic
20-3-2-08 RM 2045A, behind Door 2% CH-tile, 3% CH-mastic
20-3-2-09 RM 2107, Behind Door 2% CH-glue, 3% CH-mastic
FT04 20-3-2-10 Yellow FT / Black Mastic Hall o/s Elevators 3% CH-tile
20-3-2-11 Hall o/s RM 2046 3% CH-tile
20-3-2-12 Hall 0/3 Stairs 2059 3% CH-tile
DESCRIPTION LOCATIONS

FTO01-12"x12" DARK TAN W/ DARK BROWN & CREAM
FLECK FT/ BLACK MASTIC

2063A,2068,2069,2068A,2070,2070A

FT02-12"x12" DARK BROWN FT/ BLACK MASTIC

HALL/CORRIDOR

FT03-12"x12" TAN W/ BROWN FLECK FT/ BLACK MASTIC

2045A,2045,2046,2047,2052,2054,2055,2060,2072,
2071,2076,2079,2080,2098[2103,2105,2106,2107,
2108,2109, & ASSOCIATED HALLWAY

FT04-12"'x12" YELLOW FT/ BLACK MASTIC
(10-12)

MAIN HALLWAY

w

NON—ASBESTOS—CONTAINING MATERIALS

12FTO1  12"x12” WHITE FLOOR TILE AND MASTIC
12FTO8  12"x12” WHITE WITH GRAY FLOOR TILE AND MASTIC
12FT11  ORANGE FLOOR TILE AND MASTIC
wco1 WINDOW CAULKING
PCO1 PLASTER CEILING
PWO1 PLASTER WALL
CBO1 BLACK COVEBASE MASTIC
T m i 9
CB02 TAUPE COVEBASE MASTIC
CB03 DARK BROWN COVEBASE MASTIC
Il 25C02 2'x2" WORMHOLE/PINHOLE CEILING PANEL (NEW)
L] [ ] ]
2SC03 2'x2" SWIRL CEILING PANEL
S 2SC04 2'x2’ WORMHOLE/PINHOLE CEILING PANEL (OLD)
[] [ ] »
2SC05 2°'x2" ROUGH FINISH CEILING PANEL
PIO1 PIPE INSULATION (CORK)
& @ P — @ GWO1 DRYWALL JOINT COMPOUND
{ SAMPLE IDENTIFICATION
NON—ASBESTOS—CONTAINING MATERIAL

.

ALL KNOWN MATERIALS HAVE BEEN REMOVED.

THERE IS A POSSIBILITY OF CONCEALED MATERIAL WITHIN WALLS

BULK SAMPLE LOCATIONS
BUILDING 3 - 2ND FLOOR
VA MEDICAL CENTER
SALISBURY, NORTH CAROLINA

HGS ENGINEERING, INC.

1121 NOBLE STREET
ANNISTON, ALABAMA 36201




